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Amendment No. 004
DTFANM-13-R-00025
Answers to Questions Submitted

QUESTION:
Is AHU-1 a unit that the FAA has already purchased (is it GFE)?

ANSWER: No
QUESTION: Capacity of the electric heat required?

ANSWER: Electric Heat - Contractor shall provide A 17 KW electric coil. Contractor
shall ensure airflow across coil is sufficient for heater size.

QUESTION: Is the unit to sit on a new roof curb or an existing curb?

ANSWER: Existing Curb is detailed in the drawings. It is the contractors responsibility
to create a transition to which the units can be mounted, both for structural
attachment, and for external flashing from roof surface up to unit.

“ROE "k

Other Unit2.pdf Other Unit1.pdf Unit View. pdf

e

QUESTION: If existing, the model number of that older unit?

ANSWER: Existing Unit appears to have had nameplate information removed.
Performance information is indicated in equipment schedule in drawing package.
Specifications detail that new unit's capacity is to be 3 tons.

QUESTION: Existing units are heat pumps, yet your spec requests an air conditioner, is
this correct?

ANSWER: Yes. Units shall be standard AC units, not heat pumps.
QUESTION:

In the specs is says to have the electric heater in the rooftop unit, So are we not
going to use the duct heater ?

ANSWER:



Electric heater is to be provided in rooftop unit. The existing duct heater is on a
duct that only provides air on the BACKUP unit. lts a different system.

QUESTION:
Also says to supply spare parts. Do you want all of the parts listed?
ANSWER:

All of the Materials listed in Section 23 74 13 - Section 1.7 - Extra Materials are to
be provided. If the new unit ends up not being belt driven, the spare fan belts may
be omitted.
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transition was >
custom built and old |
curb area was
enlcosed.




